KEYED NOTES:

LOCATION OF WIRELESS ACCESS POINT MASTER ANTENNA —
PROVIDED BY COUNTY. CONTRACTOR SHALL PROVIDE 3/4”
CONDUIT WITH PULLSTRING FROM ACCESSIBLE CEILING SPACE TO
EXTERIOR AS SHOWN. PENETRATE EXTERIOR AT 10—FEET ABOVE
GRADE. COORDINATE EXACT LOCATION AND TERMINATION

METHODS WITH OWNER.

LOCATION OF TANBERG SYSTEM CONTROL PANEL. CONTRACTOR
SHALL PROVIDE A 4—GANG BACKBOX WITH 3/4" EMT CONDUIT,
WITH PULL STRING, FROM BOX UP TO ACCESSIBLE CEILING
SPACE. MOUNT BACK BOX AT 48" AFF.
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FIRST FLOOR PLAN TELECOM

SCALE: 1/8” = 1’-0"
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